
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION V 

SUBJECT: 

FROM: 

DATE: 2 1 AUG 1989 

Sign i f icant Federal F a c i l i t i e s Compliance Program, Scott A i r 
Force Base (SAFB), B e l l e v i l l l e , I l l i n o i s (A53204:K2) ITi'u'P^r^f 

Basim J . Dihu, Environmental Engineer 
Central D i s t r i c t Off ice (5SCD0) ;'W,P „ 

Wil l iam D. Franz, Chief 
Environmental Review Branch (5ME) j ^ S S f ^ - ^ ^ ' - ^ ^ ^ m r ^ H 

W i l l i e H. Har r is , Chief ^ / / - ^ - / •'^'i^' 
/ ^ C e n t r a l D i s t r i c t Off ice (5SCD0; 

Please f in t i attached, a summary of f indings for the multi-media inves

t i ga t i on conducted during FY'89 a t : 

TO: 

THRU; 

Agency Name 

Facility Name 

Prime Contractor 

City, State 

I.D. No. 

United States Air Force 

Scott Ai r Force Base 

NA 

Belleville, Illinois 

IL7570024177 

EPA Region 5 Records Ctr. 

356924 

Individual', reports concerning the various elements inspected, have 

been forwarded to the respective media programs. 

Should you have any questions or require additional information, please 

feel free to call (312) 886-6242. 

Attachment 

EPA FORM 1320-6 (REV. 3-76) 

/ 



SIGNIFICANT FEDERAL FACILITIES COMPLIANCE PROGRAM 

SUMMARY OF INSPECTION FINDINGS 

I. FACILITY IDENTIFICATION 

Agency Name : 
Facility Name: 
Prime Contractor: 
City, State : 
I.D. No. : 

II. ESD PROJECT LEADER 

Name 
Organization 
FTS No. 
Inspection Date(s) 

III. SUMMARY OF FINDINGS 

A. CAA 

1. Particulate/VEO 

2. Fugitive 

3. S02 

4. NOx 

5. VOC 

6. NESHAP - 7 Pollutants 

7. RENO/DEMO 

B. CWA 

1. NPDES Permit 

2. Pretreatment 

3. SPCC Plan 

Unites States Air Force 
Scott Ai r Force Base 

NA 
Belleville, Illinois 
IL7570024177 

Basim J . Dihu 
Central D i s t r i c t Off ice 
(8) 886-6242 
January (18-19), 1989 

Satisfactory 

Satisfactory 

No significant SO2 emissions -
Boilers on natural gas 

No significant NOx emissions -
Boilers on natural gas 

Satisfactory 

Not Applicable 

The facility stated that U.S. EPA pro
cedures will be followed, if any Reno/ 
Demo is performed in the future. 

Satisfactory 

Not Applicable 

Satisfactory - There is no record at 
the facility file to show the SPCC 
Plan was certified by professional 
engineer. According to Lt. Derek 
Jatho, the existing plan was certi
fied by professional engineer. 



C. RCRA 

1. Solid waste and hazardous waste - Done by Thomas Bloom: 

Several deficiencies were noted during the 1989 RCRA Compliance 
Evaluation Inspection. Refer to Thomas Bloom's inspection re
port dated June 27, 1989. 

2. LUST 

No overt deficiencies noted at time of inspection. All underground 
tanks registered with State Fire Marshall. 

D. FIFRA 

Pesticides : Satisfactory 

E. ANTI-TAMPERING : Satisfactory 


